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Layout Report
General Data
Dimensions in Metres Angles in Degrees

Calculation Grids
ID Grid Name X Y X' Length Y' Length X' Spacing Y' Spacing

   1 Grid 1 371.21 857.82 197.07 180.25   1.50   1.50

   2 Grid 2 221.60 714.74 203.60 151.18   1.50   1.50

   3 Grid 3 402.25 702.59 191.68 159.28   1.50   1.50

   4 Grid 4 255.12 537.91 182.88 179.53   1.50   1.50

   5 Grid 5 265.92 347.31 188.04 194.65   1.50   1.50

   6 Grid 6 446.93 220.66 205.08 157.99   1.50   1.50

Luminaires

Luminaire A Data
    Supplier

    Type

    Lamp(s)

    Lamp Flux (klm)

    File Name

    Maintenance Factor

    Imax70,80,90(cd/klm)

    Lamp S/P Ratio

    No. in Project

D W Windsor

LAS LX2-90 4K

15 x 1w LUXEON Tx LED 4k Cct

  1.79

LAS 15LED NW RD 350mA.ies

0.76

342.8,  100.4,   94.5

1.50

 73

Layout

ID Type X Y Height Angle Tilt Cant Out-

reach

Dimmed

to

Target

X

Target

Y

Target

Z

1 A 492.00 1019.40   5.00  38.00   0.00   0.00   0.00     70%

2 A 506.45 999.45   5.00  37.00   0.00   0.00   0.00     70%

3 A 521.41 977.93   5.00  38.00   0.00   0.00   0.00     70%

4 A 538.98 958.25   5.00  37.00   0.00   0.00   0.00     70%

5 A 548.33 936.51   5.00   2.00   0.00   0.00   0.00     70%

6 A 547.89 910.61   5.00 358.00   0.00   0.00   0.00     70%

7 A 545.58 884.60   5.00 355.00   0.00   0.00   0.00     70%

8 A 542.03 858.88   5.00 348.00   0.00   0.00   0.00     70%

9 A 531.67 840.52   5.00 302.00   0.00   0.00   0.00     70%

10 A 508.11 831.62   5.00 298.00   0.00   0.00   0.00     70%

11 A 504.26 808.42   5.00  10.00   0.00   0.00   0.00     70%

12 A 508.40 782.35   5.00 359.00   0.00   0.00   0.00     70%

13 A 505.72 759.70   5.00 333.00   0.00   0.00   0.00     70%

14 A 488.66 758.88   5.00 233.00   0.00   0.00   0.00     70%

15 A 463.97 767.51   5.00 258.00   0.00   0.00   0.00     70%
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Layout Continued

ID Type X Y Height Angle Tilt Cant Out-

reach

Dimmed

to

Target

X

Target

Y

Target

Z

16 A 438.63 769.44   5.00 259.00   0.00   0.00   0.00     70%

17 A 413.67 773.15   5.00 257.00   0.00   0.00   0.00     70%

18 A 376.61 783.59   5.00 253.00   0.00   0.00   0.00     70%

19 A 350.57 785.45   5.00 268.00   0.00   0.00   0.00     70%

20 A 324.96 783.68   5.00 285.00   0.00   0.00   0.00     70%

21 A 299.92 776.56   5.00 278.00   0.00   0.00   0.00     70%

22 A 275.89 779.47   5.00 249.00   0.00   0.00   0.00     70%

23 A 255.96 795.06   5.00 207.00   0.00   0.00   0.00     70%

24 A 408.20 980.60   5.00 342.00   0.00   0.00   0.00     70%

25 A 405.82 955.18   5.00 359.00   0.00   0.00   0.00     70%

26 A 404.62 929.55   5.00 358.00   0.00   0.00   0.00     70%

27 A 403.16 903.81   5.00 358.00   0.00   0.00   0.00     70%

28 A 399.40 878.54   5.00   0.00   0.00   0.00   0.00     70%

29 A 402.55 852.95   5.00  18.00   0.00   0.00   0.00     70%

30 A 407.30 831.14   5.00 346.00   0.00   0.00   0.00     70%

31 A 393.41 815.12   5.00 326.00   0.00   0.00   0.00     70%

32 A 403.01 792.93   5.00  58.00   0.00   0.00   0.00     70%

33 A 413.60 782.88   5.00 303.00   0.00   0.00   0.00     70%

34 A 393.67 779.02   5.00 288.00   0.00   0.00   0.00     70%

35 A 373.80 762.93   5.00 330.00   0.00   0.00   0.00     70%

36 A 366.16 739.08   5.00 334.00   0.00   0.00   0.00     70%

37 A 349.04 723.73   5.00 298.00   0.00   0.00   0.00     70%

38 A 326.56 711.75   5.00 323.00   0.00   0.00   0.00     70%

39 A 327.26 686.61   5.00  28.00   0.00   0.00   0.00     70%

40 A 343.43 666.28   5.00  24.00   0.00   0.00   0.00     70%

41 A 344.51 644.12   5.00 343.00   0.00   0.00   0.00     70%

42 A 333.25 624.31   5.00 323.00   0.00   0.00   0.00     70%

43 A 315.81 607.49   5.00 321.00   0.00   0.00   0.00     70%

44 A 299.86 587.40   5.00 332.00   0.00   0.00   0.00     70%

45 A 288.84 564.39   5.00 346.00   0.00   0.00   0.00     70%

46 A 287.54 538.97   5.00  11.00   0.00   0.00   0.00     70%

47 A 298.95 515.68   5.00  35.00   0.00   0.00   0.00     70%

48 A 314.91 495.25   5.00  51.00   0.00   0.00   0.00     70%

49 A 328.46 479.96   5.00   2.00   0.00   0.00   0.00     70%

50 A 317.84 461.07   5.00 335.00   0.00   0.00   0.00     70%

51 A 322.48 437.01   5.00  41.00   0.00   0.00   0.00     70%
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ID Type X Y Height Angle Tilt Cant Out-

reach

Dimmed

to

Target

X

Target

Y

Target

Z

52 A 339.47 418.58   5.00  45.00   0.00   0.00   0.00     70%

53 A 362.49 405.65   5.00  85.00   0.00   0.00   0.00     70%

54 A 387.14 407.54   5.00  92.00   0.00   0.00   0.00     70%

55 A 411.20 404.12   5.00  62.00   0.00   0.00   0.00     70%

56 A 429.47 388.26   5.00  45.00   0.00   0.00   0.00     70%

57 A 447.75 370.65   5.00  53.00   0.00   0.00   0.00     70%

58 A 467.26 353.81   5.00  49.00   0.00   0.00   0.00     70%

59 A 487.47 337.90   5.00  47.00   0.00   0.00   0.00     70%

60 A 505.32 320.11   5.00  49.00   0.00   0.00   0.00     70%

61 A 525.54 305.08   5.00  57.00   0.00   0.00   0.00     70%

62 A 546.83 290.97   5.00  61.00   0.00   0.00   0.00     70%

63 A 568.15 277.69   5.00  55.00   0.00   0.00   0.00     70%

64 A 589.03 263.84   5.00  62.00   0.00   0.00   0.00     70%

65 A 611.39 253.23   5.00  68.00   0.00   0.00   0.00     70%

66 A 323.84 414.72   5.00 311.00   0.00   0.00   0.00     70%

67 A 305.14 398.07   5.00 312.00   0.00   0.00   0.00     70%

68 A 290.03 383.24   5.00 327.00   0.00   0.00   0.00     70%

69 A 371.68 391.74   5.00  11.00   0.00   0.00   0.00     70%

70 A 373.09 367.92   5.00 347.00   0.00   0.00   0.00     70%

71 A 505.95 301.47   5.00 353.00   0.00   0.00   0.00     70%

72 A 506.59 278.01   5.00 356.00   0.00   0.00   0.00     70%

73 A 502.20 253.24   5.00 343.00   0.00   0.00   0.00     70%
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Horizontal Illuminance (lux)
Grid 1
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2A

3A

4A

5A

6A

7A

8A

24A

25A

26A

27A

28A

29A

1038.07m

857.82m

371.21m 568.28m

Grid 1

Results
    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  4.41

  0.60

  9.31

  0.06

  0.13
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Horizontal Illuminance (lux)
Grid 2
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Results
    Eav
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  4.49

  0.60
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  0.06
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Horizontal Illuminance (lux)
Grid 3
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3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0 3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0
3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0 3.0

3.0

3.0

0.6

0.6

0.6

0.6
0.6

0.6

0.6

0.6

0.6

0.6

0.6

0.6 0.6

0.6

57A

58A

59A

60A

61A

62A

63A

64A

65A

71A

72A

73A

378.65m

220.66m

446.93m 652.01m

Grid 6

Results
    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  4.37

  0.64

  9.32

  0.07

  0.15
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