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Water:
1no. commercial unit will be fed
via a 20mm meter derived from a
32mm service terminating into a
boundary box situated at an
approved external location.

Water:
Assumed point of connection
located within the footway of
Lakeview Drive.

Water:
1no. office space will be fed via a
20mm meter derived from a
32mm service terminating into a
boundary box situated at an
approved external location.

Water:
Assumed point of connection
located within the footway of
Lakeview Drive.

Water:
Proposed fire hydrant
location situated at an
approved external location.

LEGEND:

WATER:
NEW ALPE PIPE

POINT OF
CONNECTION

METER /
BOUNDARY BOX

FIRE HYDRANT

GENERAL:
BUILDING OUTLINE

SITE BOUNDARY
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THIS OFFER IS BASED ON THE FOLLOWING:

· 24-HOUR UNRESTRICTED ACCESS
· NORMAL WORKING HOURS &

STANDARD TRAFFIC MANAGEMENT
HAS BEEN ALLOWED

· ALL OFF-SITE EXCAVATION &
REINSTATEMENT TO BE UNDERTAKEN
BY HVSS

· ALL ON-SITE EXCAVATION,
REINSTATEMENT & BUILDER'S WORKS
TO BE UNDERTAKEN BY THE CLIENT

· PLEASE NOTE THAT THIS OFFER IS
BASED ON THE ENTIRE PIPE ROUTE
AND LAND FOR SUBSTATION /
METERING EQUIPMENT BEING PUBLIC
HIGHWAY, OWNED BY THE CLIENT OR
ANY RELEVANT THIRD-PARTY
WAYLEAVE / EASEMENTS BEING
AGREED

· ANY DISCONNECTIONS / DIVERSIONS
HAVE BEEN EXCLUDED & IF REQUIRED
ARRANGED BY THE CLIENT
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