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CONSTRUCTION

BICESTER ECO TOWN

EXEMPLAR SITE

ENERGY CENTRE

Ground Floor Plan
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H

DGH MDB

1:50 Jan 2013

Note

This drawing to be read in conjunction with all relevant structural

engineers, mechanical and electrical engineers drawings.

All dims to structure, unless otherwise noted

For details of equipment in this area see Vital Energy drawing

M-372-C-13

For details of substructure and foundation details please refer to

drawing UA004014-0100-3

For details of superstructure and roof please refer to drawing

UA004014-0101 & 0102

For details of internal slabs, walls & ducts please refer to

drawing UA004014-0103

REVIEWED

PRELIMINARY

FOR COMMENT

FOR CONSTRUCTION

STATUS

A

B

C

DATE

SIGNED

13-03-2015 Northings + Eastings added for corners of

blockwork. Plinths omitted, note to access ladder

amended. Internal layout updated in line with

Vital dwg. Issued for construction; cl/rs

E

Louvre Refs

External door refs

200 x 200 floor gully

Hole in slab

30-03-2015 Slab penetrations added, minor amendments to

Gas Booster room dims, additional movement

joints added; cl/rs

F

KEY

L02

ED01

28-04-2015 Secondary steels locations amended, as

clouded. Door + louvre SO dims amended to

brick dims; cl/rs

G

06-05-2015 Location for door ED08 amended, inner block

wall to gas meter room relocated towards outer

leaf block to omit cavity, all amended to WDH

comments. Notes amended; cl/rs
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requirements of utilities suppliers and end users
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