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SECTION A-A THROUGH TACTILE PAVING

CROSSING

CROSSFALL NOT

TO EXCEED 1:12

125x150mm BULLNOSED KERB BEDDED ON 25mm

BED OF 1:3 CEMENT: SAND MORTAR WITH 2mm

SPACING BEWTEEN KERBS (RECOMMEND USE OF

SPACERS)

3mm UPSTAND

BUFF TACTILE PAVING BEDDED ON 25mm BED OF

1:6 CEMENT: SAND MORTAR ON 100mm OF ST1

CONCRETE ON 100mm TYPE 1 GSB

2no. 125x150mm BN KERBS

WITH 6m UPSTAND

400x400mm BUFF

COLOURED TACTILE

PAVING

200mm

BITUMINOUS ROAD

CONSTRUCTION

2000mm

FOOTWAY

CONSTRUCTION

100mm 100mm

CONCRETE SURROUND 150 MM THICK

225 MM TO BARREL OF PIPE

1200 DIAMETER

DISTANCE BETWEEN TOP OF PIPE

AND UNDERSIDE OF PC CHAMBER

TO BE MINIMUM 50 MM TO MAXIMUM

300 MM

BOTTOM PRECAST CONCRETE

RING TO BE BUILT INTO BASE

CONCRETE MINIMUM 75 MM

BENCHING SLOPE TO BE

1:10 TO 1:30

LIFTING EYES IN CONCRETE

RINGS TO BE POINTED

675 MM X 675 MM OPENING IN

COVER SLAB

2-4 COURSES OF CLASS B

ENGINEERING BRICKS, CONCRETE

BLOCKS OR PRECAST CONCRETE

COVER FRAME SEATING RINGS

675 MM X 675 MM COVER

BEDDED ON MORTAR

MORTAR HAUNCHING TO M.H.

COVER AND FRAME REFER TO

CLAUSE 5.6.7

COVER SLAB BEDDED ON PC

CHAMBER SECTION WITH

MORTAR, PROPRIETARY BITUMEN

OR RESIN MASTIC SEALANT

HIGH-STRENGTH CONCRETE TOPPING

TO BE BROUGHT UP TO A DENSE,

SMOOTH FACE, NEATLY SHAPED AND

FINISHED TO ALL BRANCH CONNECTIONS

(MINIMUM THICKNESS 20 MM)

IN-SITU CONCRETE TO BE GEN3

(DESIGNED TO BRE SPECIAL DIGEST 1

CONCRETE IN AGRESSIVE GROUND)

INVERTS FORMED USING

CHANNEL PIPES

DEPTH FROM COVER LEVEL TO SOFFIT OF PIPE 1.0 M TO 1.5 M

MAXIMUM SEWER DIAMETER 375 MM

TYPICAL MANHOLE DETAIL - TYPE E

SECTION A-A THROUGH TACTILE PAVING

CROSSING

CROSSFALL NOT

TO EXCEED 1:12

6mm upstand.

Buff tactile paving bedded on 25mm

bed of 1:6 cement: sand mortar on

100mm of ST1 concrete on 100mm

TYPE 1 GSB

Where channel blocks are to be removed, replace with

a step joint of lean-mix concrete and 40mm of surface

course and 60mm of binder course.

MINIMUM 1200mm

OF FULL SLABS

NOTE:

1.Where the Engineer deems that a 0mm kerb face is necessary the BN kerb must be

replaced with a 125 X 150 CS kerb. This revision should only be utilised on the high side

of a superelevated carriageway.

2. Cut paving only acceptable with written approval from the WCC Engineer.

Falls

Tapered/dropped

kerb

255 X 125 BN kerbs

DETAIL OF IN-LINE UNCONTROLLED

TACTILE PAVING CROSSING

(AT JUNCTIONS)

NOTE:

For further details/layouts please refer to WCC guidance notes for uncontrolled and

controlled crossing facilities .

200mm

Falls

Falls

Falls

Tapered/dropped

kerb

All New kerb foundations:

- 375mm x 150mm in straight alignments.

- 525mm x 150mm on curves of 50m radii or less.

Backing concrete for new kerbs:

- 225mm from back of kerb in straight alignments

- 375mm from back of kerb on curves of 50m radii or less.

Both foundation and backing concrete to be shuttered and

constructed in ST4 with a minimum slump of 50mm and

poker vibrated, concrete foundations and haunch.

125x150mm BULLNOSED KERB BEDDED ON 25mm

BED OF 1:3 CEMENT: SAND MORTAR WITH 2mm

SPACING BEWTEEN KERBS (RECOMMEND USE OF

SPACERS)
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Purpose of issue

Designed

1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL OTHER RELEVANT
DOCUMENTATION.

2. DO NOT SCALE FROM THIS DRAWING, USE ONLY PRINTED DIMENSIONS.
3. ALL DIMENSIONS IN METERS, ALL CHAINAGES, LEVELS AND COORDINATES ARE IN

METRES UNLESS DEFINED OTHERWISE.
4. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH THE PROJECT HEALTH & SAFETY

FILE FOR ANY IDENTIFIED POTENTIAL RISKS.

SAFETY, HEALTH AND ENVIRONMENTAL INFORMATION BOX

THIS DRAWING IS TO BE USED ONLY FOR THE PURPOSE OF ISSUE
THAT IT WAS ISSUED FOR AND IS SUBJECT TO AMENDMENT.
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