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Interior Designer selected

decorative floor light.

Controlled via lighting control

system.
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Floor recessed LED uplight to

wall.
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Ref. IDST

Interior Designer selected table

light.
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Interior Designer selected floor

light.
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Wall recessed step wash light.
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Ref. 6

Concealed linear LED lighting

beneath kitchen cabinets.

Ref. 9

Recessed inground uplight

centred on internal reveal.
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Ref. IDST

Interior Designer selected

decorative table light.

Ref. IDST

Interior Designer selected

decorative table light.

Controlled via lighting control

system.
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Concealed linear LED lighting in

detail at front edge of each shelf.
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Ref. 7

Linear LED lighting behind

pelmet detail.

Ref. IDSF

Interior Designer selected

decorative floor light.

Controlled via lighting control

system.
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Indicates proposed artwork

location.

To be reviewed by client in

coordination with Architect.
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Ref. 6

Concealed linear lighting

in hand detail of terrace

wall, washes light down.

Ref. 9

Recessed inground uplight

centred between vertical

architectural elements.

Ref. IDST

Interior Designer selected

decorative table light.
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Note:

Please refer to Hayward Smart drawings

14-062-117, 118 & 119 for quantity and

approximate location of 13A sockets

which supersedes the electrical socket

references on this drawing
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Ref. 9wc

Inground uplight with carpet

sleeve.
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dpa Notes

1. Do not scale this drawing. Figured dimensions must be used. Any detail

or dimensional conflicts should be referred to dpa lighting consultants for

clarification. Scaled dimensions should not be taken from this drawing. All

dimensions to be checked on-site.

2. These drawings are intended to show design intent. Refer to appropriate

dpa documents for further details.

3. Where appropriate refer to associated lighting detail drawings for the

exact location of luminaires.

4. All equipment supplied by the installing Contractor shall comply with the

relevant regulations, and be capable of installation in accordance with all

statutory wiring regulations. All equipment shall comply with all statutory

and local authority requirements.

5. Final locations of lighting control plates, lighting (5 Amp) socket outlets

and dimmer racks to be co-ordinated with Interior Designer, M&E

Consultant, Operator & Client. Exact locations to be agreed on-site and

approved by Operator/Client.

6. Installing Contractor to ensure that all drivers, transformers and control

gear are compatible with the lighting control system dimmers.

7. Access for maintenance and installation for all luminaire types and lighting

equipment is required and should be coordinated by the contractor.
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