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New insulation between 
rafters and insulated 
plasterboard below

slate roof

Existing 
trusses

Existing purlin to be cut 
between trusses, in 
location of rooflights

lead flashing

new purlins to be fitted 
in location as shown
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VOID117.88

New insulation between 
rafters and insulated 
plasterboard below

slate roof

lead flashing

Existing 
trusses

existing gutter

existing hopper 
to be lowered

purlins to be cut between 
trussed, in location of roof 
lights

new purlins to be fitted in 
location as shown
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Typical Section Through Roof Lights to West End of Building - Rear Elevation Typical Section Through Roof Lights to West End of Building - Front Elevation

DO  NOT  SCALE  THIS  DRAWING  USE  DIMENSIONS  ONLY

VERIFY   ALL  DIMENSIONS   ON  SITE  BEFORE  COMMENCING  ANY 
WORK  OR  SHOP  DRAWINGS

INFORM   THE  ARCHITECT   BEFORE  ANY  WORK  STARTS   IF  THIS  
DRAWING  EXCEEDS  THE  QUANTITIES  IN  ANY  WAY
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The Old Malt House
Banbury

Interlock Surveys
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1 : 20 05 1 : 20 06

1 : 20 07Typical Detail Showing Placement of Walls Adjacent to Trusses

New walls to be built 
adjacent to existing 
trusses, with structure 
spanning between. Existing 
trusses to be coated in 
intumescent paint to 
achieve a minimum 
60minutes fire resistance

Existing trusses to
remain as existing

Compartment walls to be
timber frame to Robust

Detail E-WT-1

Compartment floors to be
timber frame to Robust

Detail E-FT-5
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