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165° FUSIBLE LINK

(connected to smoke heads)

LIFTING MECHANISM W/

REINFORCED COMPOSITE

TUBES & COMPRESSION

SPRINGS

01 SUPERSTRUCTURE DETAILS
ROOF BUILDUP THRO SMOKE VENT TO STAIR & SEPARATE ROOF ACCESS

01 SUPERSTRUCTURE DETAILS
CROWN ROOF TYPICAL ROOF PROTECTION

allow for single ply to be fully dressed around base and additional protection membrane pavers allowed

'Bilco' or similar and approved 1sqm
free area Automatic Opening Vent
(AOV) above staircase to be actuated
by means of smoke detectors in the
communal areas providing access to
the Apartments on each floor.

Insulated frame of AOV to be fixed to
2No. 50x100mm sw timber upstands.

Sw timber tilting fillet.
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96.810 - 2nd floor ceiling AOD

204 x 60 Extract Duct
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SMOKE VENT MUST OPEN 140 DEGREES
FOR LOCATIONS REF GA PLANS

ROOF BUILDUP THRO STANDING SEAM ROOF - SVP & MECH VENT
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ALL current drawings and specifications for the project must be read in
conjunction with the Designer's Hazard and Environmental Assessment
Record.

CDM Regulations 2015

- The contractor is responsible for checking dimensions,  tolerances and
references.  Any discrepancy to be verified with the Architect before proceeding
with the works.

- Where an item is covered by drawings to different scales the larger scale
drawing is to be worked to.

- Do not scale drawing.  Figured dimensions to be worked to in all cases.

The structural / civil engineering and other non-architectural
information shown on this drawing is purely for co-ordination
purposes only and in no way does it take on any responsibility or
liability for MBA Ltd. For all detailed information relating to these items
see the relevant consultants drawings and full design information.

Do not copy in full or in part without the expressed consent of MBA Ltd.

© MBA 2019
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