
237200N

237250N

237300N

MH 2151
CL: 92.869
IL: 91.419

MH 2201
CL: 98.143
IL: 96.473

6m STERILISEDF STRIP
ALONG EXISTING LINE

90mm / PE100 / SDR17
Installed within bedding 
Type S at 900mm cover

minimum. 

FW Washout valve
Location TBC by Contractor

Rising Main

Xylem SPS 1500 Series Pump Station
Diameter: 1500mm Duty/Assist 
Electricity: 3 Phase Connection
Shaft: 2210mm
Effective volume: 720 litres
Pump rate: 4 l/s
CL: 94.685 (TBC)
IL: 93.07

FW07
Type 3 / Plastic

450Ø / B125
CL: 98.000 (TBC)

IL: 97.400 Clay 150Ø

Connection to 
Thames Water Manhole 

to be made at bench level.

Public Sewers routes and Manholes
locations are approximate. 

Their exact location TBC on site.
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NOTES

1. Notes and assumptions as per drawing 1377S 100P1.

01.05.18

Tender

T1

T2 12.06.18

T2

12.06.18 12.06.18

Existing Sewer Routes added. Intermediate IC added,
to enable discharge by gravity into public sewer.

Refer to Detail A

N


